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 REQUIREMENTS IN TABLE BELOW

2. THE DRAIN-LINE CONNECTION TO IC/MH SHALL COMPLY WITH

 PIPE SHALL BE USED.

 A MANHOLE SHALL BE MINIMUM DIA. 200MM AND  NO uPVC

1. THE SECTION OF DRAIN-LINE CONNECTION FROM LAST IC TO

MIN 150MM

BETWEEN ICs :

DRAIN-LINE 

Dia. of drainline

Gradient

Minimum

Gradient

Maximum

150mm/200mm 1 : 70 1 : 90


