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SECONDARY DISCHARGE STACK: MIN. 0100mm

-MIN. 0100mm (VENTILATED STACK SYSTEM)

-MIN. 0150mm (FULLY VENTILATED SYSTEM)

MAIN DISCHARGE STACK:

NOTES:
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1. NO DISCHARGE PIPE SHALL BE CONNECTED TO    OR    AT PROHIBITED ZONE (SEE DRAWING NO. 3-15c, 3-16c, 3-17d & 3-18d).
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LEGEND :
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SERVING ONLY ONE STOREY

COMMON DISCHARGE PIPE 

  BASEMENT AREA SHALL COMPLY WITH COPSSW CLAUSE 4.3.8.

2. MULTIPLE DISCHARGE STACKS CONNECTING TO A COMMON DISCHARGE PIPE AT THE CEILING LEVEL OF THE GROUND FLOOR OR
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ALL DIMENSIONS ARE IN mm.
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